This paper describes various computational procedures for estimation of the performance of compact heat exchangers. Engineering approaches based on rating and sizing methods as well CFD procedures for analysis of heat transfer and fluid flow for surfaces in heat exchanger applications will be presented. Constraints, problems, difficulties and limitations are outlined. Examples are shown to demonstrate the methods. It is found that computational heat transfer methods of various kind and complexity are useful tools if carefully handled.
